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SECTION 15505 - SHEET METAL
 
PART 1 - GENERAL 

1.01 - REFERENCE 

A.  SCOPE OF WORK 

1.  Furnish and install sheet metal work and
appurtenances with sizes as shown on drawings. 

2.  All sheet metal work shall be fabricated in
accordance with the recommendations of the Sheet
Metal and Air Conditioning Contractors National
Association, Inc. (SMACNA) 1985 edition.

PART 2 - PRODUCTS 

2.01 - STAINLESS STEEL SHEET METAL

A. Outdoor air ductwork enclosure shall be fabricated of
1/4” thick  304-2B stainless steel with mill finish. All
joints, fittings and seams shall be continuously welded
and made watertight.  All exposed joints shall be turned
inside, filled and ground smooth.

2.02 - BIRD SCREEN

A. Bird screen shall be 3/4” x 0.051” flattened, expanded
aluminum.  Bird screen shall be mounted in aluminum frame
with intermediate supports 24” on center, run the long
dimension.  Frame shall be mounted to the exterior of the
louver with aluminum tamper proof fasteners.

END


